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NOTES

THE CABINET “SHALL BE FABRICATED FROM 0.125* THICK
ALUMINUM ALLQY SHEET AND SHALL BE REINFORCED WITH
ALUMINUM ANGLES. THE CABINET DODR ‘SHALL BE NEMA
TYPE 3 CONSTRUCTION WITH NEOPRENE GASKET. THE
DOOR SHALL HAVE STAINLESS STEEL HINGES AND THREE

POINT

LDCKING SYSTEM.

CONTROL CABINET DETALS

THE CONTRACTOR SHALL REMOVE VEGITATION AND
TOPSOIL, LEVEL THE AREA IN FRONT OF THE :CONTROL
CABINET DOOR -AND. PLAGCE LENGTH WISE, PARALLEL TC

CONTROL. ‘CABINET,

A _PRECAST PAD,

48"% 48" k4"

MINIMUM. SIZE. THE COST OF LABOR AND MATERIALS
BE INCIDENTAL TO THE CONTROL CABINET.

SHALL

CONTROL WIRE SHALL BE #12 AWG, BOGV, TYPE “'SIS”
STRANDED COPPER CGRAY SWITCH BOARD WIRE. THE ENGS
KL AN *RaathE TS PR o Hia IPHAVE R rasie
IDENTIFICATION, OPEN CIRCUIT BREAKERS, CONTACTORS
AND GTHER OPEN DEVICES SHALL HAVE PERMANENT

SELF STICKING TAGS. DEVICES IN ENCLOSURES SHALL
HAVE ENGRAVED 2-COLOR LAMINATED PLASTIC NAMEPLATES

ATTACHED TO ENCLOSURES ‘WITH SCREWS, NAMEPLATES

SHALL BE ENGRAVED TO CORRESPOND TO: DESIGNATIONS
ON THE DRAWINGS, INTERNAL CABINET WIRING SHALL

BE IDENTIFIED AS INDICATED OR AS DIRECTED BY THE
ENGINEER BY MEANS OF SELF-STICKING TAGS APPLIED

AT EACH CONNECTED END.

IDENTIFICATION SHALL BE

THE ‘HEADS CF CONNECTOR SCREWS: SHALL BE PAINTED WHITE
FCR NEUTRAL BUSS 'CONNECTION :AND GREEN FOR. CROLND

200 ‘A, 2407480 V. CONTROLLER

EXOTHERMIC: WEL

BLSS: CONNECTORS.

DEVICE SCHEDLLE

PROVIDE SEALING CROMMETS FOR ALL ‘OPEN WIRING EXTENDED ITEM | DUANT, DESCRPTION
FROM DEVICES IN BOXES WITHIN THE CONTROL CABINET. 200 AMP GIRCUIT BREAKER, MOLDED CASE, THERWAL WACKETIC, 2-FOLE, SINOLE THROW,
@ 1 | BOOY FRAME, NON-INTERCHANGABLE TRIF, BOLT ON TYP!

ALL WIRING: SHALL BE: NEATLY DRESSER AND SUPPORTED. o ANTERUPTING. CAPACITY OF NOT LESS THAN 25,000 Ws SYMMETRICAL AMPERES AT-800Y. FHOTOCELL MOUNTED
T R SH BE CONSTRUCTED TO U.L. 5TD. 508 (3 ’ 200 A ELEGTRICALLY OPERATED AND MECAANIGALLY HELD LIGHTING N GRBRET QHERFAR
HE CONTROLLER SHALL ON ] STD. (B 4
AND BEAR THE U.L. LABFL “ENCLOSED INDUSTRIAL CONTROL e GONTACTOR, 2-POLE, 600 ¥. WITH 120 V. GOlL
PANEL". s 2407480 V.| PHASE PANEL BOARD WITH 200 A DOPPER MANS SINGLE POLE,

o LE) 1 30 AL 277 NIBOLT ON BRANCH CIRCUIT BREAKERS o
PROVIDE A HOLDER AND WATERPROOF POUCH ON THE INNER AINTERUPTING CAPACITY DF NOT LESS THAN 14,000 RMS SYMMETRICAL AMPERES AT 2774 CABINET ‘OVERHAN
SIDE ‘OF THE CONTROLLER. DOOR. THE HOLDER. AND POLICH T } T
SHALL BE. MOUNTED SG THAT RAIN WATER OR CONDENSED (E\ q PHOTO-ELECTRIC CELL, 120V, MOUNT ON: GABINET
WATER CANMOT EWTER THE POUCH WITH THE CABINET =

CABINET

DOOR OPEN. FURNISH THE APPROVED: COPY OF THE
“CONTROL. CABINET WIRING DIAGRAM™.

THERMAL MAGNETIC, MOLDED CASE CIRCUIT. BREAKER, ! POLE,
15 A,.277 V. BOLT ON TYPE.
INTERUPTING CAPACITY: OF “NOT LESS: THAN 14,000 RMS: SYMMETRICAL AMPERES. AT 277

TERMINAL LUGS ARE CONNECTED TOGETHER

CONTROL: SWITCH, MOMENT ARY  CONTACT, SPDT, 15 A, 240 ¥.

ICONTROL SWITCH, TORELE TYPE,SPDT, 26 /A, 240 V. SPEC. CRADE

S4O/120V: STER. DOWN CONTROL TRANSFORMER 1.5 KVA RATED

#ICRO SWITCH (MOUNTED WITH ACTUATOR TO SWITCH WHEN DOOR IS OPEN)
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PHOTOCELL IN CABINET
OVERHANG MOUNTING DETAL

NOT TO SCALE

—PIGTAL CABLES

ELEEWFF;JNEHEVI%‘?E}Y‘I\INETLEMéR“gIF@gTTUSHA\ BE CCLOR
- T |Bowar T Ev ‘WITH. GLOBE; HG:
CODED AS INDICATED. SD°WATT LIGHT FIXTURE YAPORTIGHT WiTh. GLOBE; GUARD. AND MOUNTING BOX
= REB BL = BLUE W o= WHITE 4 |120 VOLT, 1A GFCI RECEPTACLE, SPECIFICATION GRADE IN NEMA'5-15R
B = BLACK Y. = YELLOW G = GREEM WEATHER PROOY BOX WITH FLAR-TYPE COVER
FROVIDE: SEALING GROMMETS. FOR ALL CPEN WIRING 1 |POWER RELAY WITH CONTACTS. RATED FOR CONTACTOR. INRUSH CURRENT -120° ¥ COIL
EXTENDED FROM DEVICES IN BOXES OR CABINETS
WITHIN THE CONTROL CABINET. SURGE ARRESTOR, 3 MIRE EDCO. “4803 R ECUAL.
ALL 120 VOLT SYSTEM CONTROL WIRING SHALL BE
#12° AWC. STRANDED UNLESS OTHERWISE INDICATED.
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